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OPERATING SCHEDULE

Power generation will only occur during daylight hours. The number of hours per day will vary according
to the season. The operating schedule for the emissions units vary from the hours of operation of the
power generating facilities, depending on the function of the equipment. The operating schedules for the
emissions units are described below

The auxiliary boilers are used for startup of the steam turbine. On a normal operating day, fuli-load
boiler operation for startup will last less than two hours. The boiler will also be operated approxnmately
15 hours per day in stand-by mode at 25 percent load.

The HTF expansion tanks are in use 24 hours per day providing room for HTF expansion and
contraction; however, they are vented to atmosphere (through controls) only two hours per day, or
less, as the HTF heats and expands during startup. The remainder of the day the HTF tanks are
closed to atmosphere and act only as surge tanks. Total annual duration of venting is expected to be
400 hours per year.

The cooling towers will operate[during the same hours as the solar collectors because the cooling

tower is required for the steam cycle, estimated at 16 hours per day and 3,700 hours per year.

The fire water pump engines will be readiness tested once per week for a period not to exceed one
hour, with annual operation not to exceed 50 hours. Emergency use of the engine is restricted to 200
hours per year.

The emergency generator engines will be readiness tested once per week for a period not to exceed
one hour, with annual operation not to exceed 50 hours. Emergency use of the engine is restricted to
200 hours per year.

A plant layout diagram is shown on the next page.



5
[ua]
o| @
S =
<)
w w Y W
[G] T‘OIv:V._
=] 8 J| &
. 9
o I s
2 o3
= 2
S g o
~ S| 9
T S 9F
%] CWEO
w 3w QO
(U] Pn/_on
< o PROuRe
QN | < o x

SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT
ENGINEERING AND COMPLIANCE DIVISION

ENGINEERING ANALYSIS 7/ EVALUATION

2717 '1 105 ualed

pafold amad B0 uded

(G ok

UQReIo 133044
-4 2unb)4

e ——

pusfan

5
O
55 fl.,‘..m;n. .
NS fensadiu o P
S

02 000 1R Kg -} VAR S TR SR BT Ci e

ARG o Tuddiy
-I:-'..‘l-..t!-‘-.-\a.nl.

PRGNS AR

...l.:,o.l:.-.l.n-l--l.._ut-:.l:.l!:-l:...l..c.’.u..I-

xamet NI




SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT

ENGINEERING AND COMPLIANCE DIVISION

ENGINEERING ANALYSIS / EVALUATION

PAGES PAGE

28 12
APPLICATION NO. DATE

502597 (Master File) 1-19-2010
PROCESSED BY: REVIEWED BY:
Ken Coats

EMISSIONS
This section provides an overview of the assumptions and calculation methods

equipment emissions. PSPP will operate the following devices at the site:

¢ Two 300-hp diesel-fired emergehcy fire water pump engines;

¢ Two 2,922-hp diesel-fired emergency generator engines; and

* Two HTF expansion/ullage system, including fugitive emissions.

e A single LTU to manage HTF-contaminated soil will also be used.

Auxiliary Boilers

used to estimate

Two 35-MMBtu/hr propane-fired auxiliary boilers used for start up and freeze protection;

The auxiliary boilers will be operated under the following assumptions and are the basis for emission

calculations

¢ Propane will be the only fuel used by the boilers;

o Boilers will be equipped with ultra-low-NOx (9 parts per million by volume) burners;

¢ Daily operation of each boiler will be limited to 15 hours per day at 25 percent load and two hours per

day at full load;

e Annual operation of each boiler will be limited to 5,000 hours per year with a duty cycle of 10 percent 1

at full load and 90 percent at 25 percent load;

. 1OO percent of the PM10 emissions are PM2.5; and

e Maximum controlled emissions are equivalent to maximum uncontrolled emissions because the -

auxiliary boilers will not be equipped with add-on controls.

The criteria pollutant emission factors used for the NOx and CO emission estimates are based on the
current BACT requirements of < 9 ppmv and < 50 ppmv respectively, each at 3% 02, dry basis. The
BACT Guidelines for Minor Sources indicates no BACT requirements for VOC and the use of natural gas
for PM10. The PM10 and VOC emission factors are based on vendor performance warranties, and the
SOx emission factor was taken from the SCAQMD 2008 Annual Emission Report General Instruction
Book for external propane combustion. Boiler criteria pollutant emissions for a single boiler are shown in

Table 2 below. .
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Table 2: Auxiliary Boiler Criteria Polluant Emissions (One Boiler)
Hourly Maximum . : _nal
Pollutant Emissions Hourly Max(lln;’u;x:i:a)lly G.‘x;;m/uarl)r (fg/dD: )
(1b/hr) (1b/hr) Y Y Y
NOx 0.07 0.39 2.24 632 1.78
VvOoC 0.03 0.18 1.01 284 0.79
CO 0.24 1.31 -7.56 2,137 5.94
PM10 0.06 0.35 2.01 569 1.58
PM2.5 0.06 0.35 2.01 569 1.58
SOx 0.03 0.40 2.27 283 0.79
Table 3: Auxiliary Boiler Criteria Polluant Emissions (Two Boilers)
: Hourly Maximum ) R . _nal
Pollutant Emissions Hourly Max(:.]luzi:a)lly f\;;/uarl) ( _'::12 /:: )
(1b/hr) (1b/hr) Y 4 ¥
NOx 0.14 0.78 4.48 1,264 3.51
voC 0.06 0.36 2.02 - 568 1.58
| co 0.48 2.62 15.12 4,274 11.87
PM10 0.12 0.70 4.02 1,138 3.16
PM2.5 0.12 0.70 4.02 1,138 3.16
S0x 0.06 | 0.80 4.54 566 1.57

Emergency Fire Pump Engines

The assumptions made regarding emergency fire pump engine operation are listed below:

¢ Engines will use ultra-low sulfur (15 parts per million by weight) diesel fuel;

e Engines have Tier 3 Certification;

. Ehgine emissions are based on a single one-hour test per week per engine, not to exceed 50 hours
per year, and will be limited to an annual maximum of 200 hr/yr emergency use. Note the 200 hriyr

limit is inclusive of the allotted 50 hr/yr for maintenance and testing;

¢ Maximum controlled emissions are equal to maximum uncontrolled emissions because emergency
engines do not have add-on controls

Emission estimates are based on emission factors for EPA Tier 3 certified engines, as determined by the

BACT Guidelines for Minor Sources.

! Note the 30 DA emissions are for informational purposes only since the facility is exempt from offsets under SB827.
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Emission estimates for SOx are based on estimated fuel use of 15.3 gallons per hour for each engine with
a heating value of 137,000 Btu per gallon and fuel sulfur content of 15 ppm by weight. Fire pump engine
criteria pollutant emissions are shown in Tables 4 and 5 below.

Table 4: Emergency Fire Pump Emissions (One Engine)

Pollutant E:iosusrilgns }211,;1;.“; Maximum Daily Annual - 30-DA’
(1b/hr) (1b/hr) (1b/day) (1b/yr) (1b/day)

NOx 1.07E-02. 1.88 +1.88 94 .16 0.261
VvoC S5.66E-04 : 0.10 0.10 4.96 '0.014

CO 9.81E-03 1.72 1.72 85.90 0.240
PM10 5.66E-04 0.10 0.10 '4.96 0.014

PM2.5 1.89E-05 0.003 : 0.003 0.17 0.00047 -

SOx 5.66E-04 0.10 0.10 " 4.96 0.014

Table 5: Emergency Fire Pump Emissions (Two Engines)

Hourly Maximum Maximum Daily Annual 30-DA?
Pollutant Emissions Hourly (1b/day) (1b/yr) (1b/day)
(1b/hr) (1b/hr) Y Y o/ cay

NOx 2.14E-02 3.76 3.76 188.32 0.523
vocC 1.13E-03 0.20 0.20 9.92 0.0276
CO 1.96E-02 3.44 3.44 171.80 0.478,
PM10 1.13E-02 0.20 0.20 9.92 0.0276
PM2.5 3.78E-05 0.006 0.006 0.34 0.0009
SOx 1.13E-02 0.20 0.20 9.92 : 0.0276

Emergency Electrical Generators
The assumptions made regarding emergency electrical generator engine operation are listed below:

« - Engines will use ultra-low sulfur (15 parts per million by weight) diesel fuel

¢ Engines have Tier 2 Certification;

* Engine emissions are based on a single one-hour test per week per engine, not to exceed 50 hours
per year, and will be limited to an annual maximum of 200 hr/yr emergency use. Note the 200 hr/yr
limit is inclusive of the allotted 50 hr/yr for maintenance and testing; :

e Maximum controlled emissions are equal to maximum uncontrolled emissions because emergency
engines do not have add-on controls

? Note the 30 DA emissions are for informational purposes only since the facility is exempt from offsets under SB827.
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Emission estimates are based on emission factors for EPA Tier 2 certified engines, as determined by the
, Emission estimates for SOx are based on estimated fuel use of
141.4 gallons per hour for each engine and fuel sulfur content of 15 ppm by weight. Emergency electrical
generator engine emissions are shown in Tables 6 and 7 below.

BACT Guidelines for Minor Sources.

Table 6: Emergency Electrical Generator Emissions (One Engine)

. Hourl Maximum . . 3
Pollutant Emissigns Hourly Maximum Daily Annual 30-DA
. (1b/hr) (1b/hr) (1b/day) (1b/yr)» (1b/day)
NOx 1.68E-01 29.35 25.35 1,467.44 4.08
voC 8.82E-03 1.54 1.54 77.23 0.215
CO 9.55E-02 16.73 16.73 836.70 2.32
PM10 5.51E-03 0.597 0.97 48.27 0.134
PM2.5 5.51E-03 0.97 0.97 48.27 0.134
SOx 1.74E-04 0.031 0.031 1.53 0.0043
Table 7: Emergency Electrical Generator Emissions (Two Engines)
Hourly Maximum Maximum Daily Annual 30-Da®
Pollutant Emissions Hourly (1b/day) (1b/yr) (1b/day)
(1b/hr) . (1b/hr)
NOx 3.36E-01 58.70 58.70 2,934.88 8.15
voC 1.76E-02 . 3.08 3.08 154.46 0.429
CO 1.31E-01 33.46 33.46 1,673.40 4.65
PM10 1.10E-02 1.54 1.94 96 .54 0.268
PM2.5 1.10E-02 1.54 1.94 96.54 0.268
SOx 3.48E-04 0.062 0.062 3.06 0.0085

HTF Ullage System Vent Emissions and Piping Fugitives

The total uncontrolled VOC emissions from the HTF expansion/ullage tank vent were estimated based on
data provided by an existing solar plant (the Kramer Junction Solar Electric Generating System [SEGS]
facility), extrapolated to account for HTF system size. The assumptions made regarding HTF ullage

system operation that were used as the basis for the emission calculations include:

e Two HTF ullage systems

e The VOC emissions are controlled with the use of two carbon adsorption canisters in series W|th an
overall control efficiency of 98 percent;

e VOC emissions are limited to a maximum 0.75 Ib/hr or 1.5 Ib/day after pollution control;

e The HTF ullage system are vented for a maximum of two hours per day; and

¢ The maximum annual operation (i.e., venting of the ullage system to étmosphere, through controls)

is estimated at 400 hours per year.

? Note the 30 DA emissioris are for informational purposes only since the facility is exempt from offsets under SB827
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Fugitive VOC emissions may occur in the HTF piping in the solar field from fugitive components such as
pumps, seals, flanges, and valves. For the purpose of this application, the HTF piping fugitive emissions
are accumulated with the HTF expansion tanks/ullage system permit unit. The fugitive VOC emissions
are estimated based on component count data obtained from a recent Application for Certification (AFC)
filed for a solar thermal facility using parabolic troughs (the Beacon Solar Energy Project) extrapolated to
account for the relative difference in HTF system size. The assumptions made for the fugitive emission
calculations include:

¢ Fugitive emissions can occur 24 hours per day, 365 days per year;
o Fugitive emissions only consist of VOCs; and |

e Maximum controlled emissions are equivalent to maximum uncontrolled emissions because the
fug|t|ve emissions are not controlled. :

The fugltlve pollutant emission factors were taken from the EPA 1995 Protocol for Equipment Leak
Emission Estimates for Oil and Gas Production. Since the HTF has a very low vapor pressure the values
for “Heavy Oil” were used to estimate the emissions.

For these emission estimates, it is assumed that the VOC emissions from the HTF storage tank(s) are
negligible, as HTF has a negligible vapor pressure below about 300°F. Similarly, it is assumed that there
will no VOC emissions from waste load out of heavy ends from the ullage system as the heavy ends are
expected to have a vapor pressure that is substantially lower than the HTF fluid itself, and the vapor
pressure of HTF at ambient conditions is negligible. The HTF expansion tanks/ullage system emissions
are presented in Table 8 below

Table 8: HTF System VOC Emissions

Hourly Hourly Max Hourly Max Hourly | Max Daily | Max Daily AR 30-DA

Source (R1) (R2) (R1) (R2) (R1) (R2) (1b/yr) (1b/day)
' (1b/hx) (1b/br) (1b/hr) (1b/hr) (1b/day) (1b/day) ¥ ay
Ullage ’
System 1.71 0.034 37.50 0.75 75.00 1.50 300 1.50
Vent
Piping 0.18 0.18 0.18 0.18 4.38 4.38 1,598 4.38
Fugitives .
Total 1.89 0.214 37.68 0.93 79.38 5.88 1,898 5.88

Land Treatment Unit VOC Emissions ‘

The facility will use either land farming or bioremediation in an on-site land treatment unit to remediate
HTF-contaminated soils. Land treatment will be conducted at ambient temperatures. At ambient
temperatures, the vapor pressure of the HTF is negligible and, therefore, the expected VOC emissions are
negligible and have not been estimated for this application.
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Table 9 below shows the annual emissions from the entire facility.
emergency fire pump and emergency electrical generator were computed assumlng the annual operation

for the engines is 50 hours/year.

Table 9: Annual Criteria Pollutant Emissions

Note the emissions from the

Pollutant

Source Nox voc co PM10 PM2.5 sOx
Auxiliary Boilers 1,263.64 568.75 4,273.18 1,137.50 1,137.50 566 .75
Emergency Fire Water Pump Engines 188.33 9.91 171.81 9.91 9.91 9.91
Emergency Generator Engines 2,934.88 154 .46 1,673.40 96 .54 96.54 3.06
HTF Ullage System Vents --- 600.00 --- --- -- ---
HTF Fugitives -—- 3,196.36 - -— - -—
Total (lb/yr) 4,386.85 4,529.48 6,118.39 1,243.95 1,243.95 579.72
Total (TPY) 2.19 2.26 3.06 0.622 0.622 0.29
Facility 30DA 12.183 12.58 17.00 3.46 3.46 1.61

Toxic Air Contaminants

Toxic air contaminant (TAC) emissions are estimated for normal operations of each emissions unit. The TAC
emissions from the auxiliary boilers, emergency fire water pump and generator engines, and HTF ullage system vent
were calculated. The total TAC emissions from the PSPP are less than 0.3 tons per year.

Auxiliary Boiler and HTF Heater TAC Emission Calculations
AP-42 does not provide TAC emission factors for the combustion of propane, so the TAC emissions from the
auxiliary boilers were estimated based on EPA AP-42 emission factors for natural gas combustion.

Emergency Engine TAC Emission Calculations

TAC emissions from the emergency fire water pump and generator engines were quantified for routine testing and
maintenance operation, which will be limited to no more than one hour per day, 50 hours per year, per engine.
Emissions are not calculated for emergency use. The TAC emissions were characterized as aggregate particulate
emissions (diesel particulate matter [DPM]) from diesel-fired engines. The DPM emissions are assumed to be equal
to the PM10 emissions.

HTF Ullage System Vent TAC Emissions

The total uncontrolled TAC emissions from the HTF ullage tank vent were estimated based on data provided by an
existing solar thermal parabolic trough plant and extrapolated to account for HTF system size. HTF is composed of
approximately 75 percent diphenyl ether and 25 percent biphenyl. For this application, because both of these
compounds contain benzene rings, it was conservatively assumed that the HTF breakdown products would consist
primarily (approximately 99 percent) of benzene. Controlled emissions were calculated based on the use of two
carbon adsorption canisters in series with an overall control efficiency of 98 percent.

Table 10 below list the breakdown of the TAC emissions for each permit unit.
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Table 10: TAC Emissions By Emissions Unit
Ruxiliary Boiler Fire Water Pump Generator HTF Ullage Vent
Pollutant
eliutan Hourly Annual Hourly Annual - Hourly Annual HC(’:;)IV H?:;‘;y Annual
1b/hr 1b/yr 1b/hr 1b/yr 1lb/hr 1b/yr 1b/hr 1b/hr 1b/yr
7,12-Dimethylbenz (a) anthracene 5.49E-07 8.92E-04
Acenaphthene 6.18E-08 1.00E-04
Acenaphthylene 6.18BE-08 1.00E-04
| Anthracene 8.24E-08 1.34E-04
Benz (a) anthracene 6.18BE-08 1.00E-04
Benzene 7.21E-05 1.17E-01 3.75E+01 7.50E-01 3.00E+02
Benzo(a)pyrene 4.12E-08 6.69E-05
Benzo (b) fluoranthene 6.18E-08 1.00E-04
Benzo(g,h,i)perylene 4.12E-08 6.69E-05
Benzo{k) fluoranthene 6.18E-08 1.00E-04
Biphenyl 0 [1] 3.75E-03 7.50E-05 3.00E-D2
Chrysene 6.18E-08 1.00E-04
Dibenz (a,h)anthracene 4.12E-08 6.69E-05
Dichlorobenzene 4.12E-05 6.69E-02
Diesel Particulate Matter - 0 0 9.91E-02 4.96E+00 9.91E-02 4.96E+00
Fluoranthene 1.03E-07 1.67E-04
Formaldehyde 2.57E-03 4.18E+00
Hexane 6.18E-02 1.00E+02
Indeno(1,2,3-cd)pyrene 6.18E-08 1.00E-04
Naphthalene 2.09E-05 3.40E-02
Phenanthrene 5.83E-07 9.48E-04
Pyrene 1.72E-07 2.79E-04
Toluene 1.17E-04 1.90E-01
TOTALS 0.0646 104.59 9.91E-02 4.96 9.91E-02 4.96 37.50 0.75 300.03

PROHIBITORY RULE EVALUATION

RULE 212 - Standards for Approving Permits

Rule 212 requires that a person shall not build, erect, install, alter, or replace any equipment, the use of
which may cause the issuance of air contaminants or the use of which may eliminate, reduce, or control
the issuance of air contaminants without first obtaining written authorization for such construction from the
Executive Officer. Rule 212(c) states that a project requires written notification if there is an emission
increase for ANY criteria pollutant in excess of the daily maximums specified in Rule 212(g), if the
equipment is located within 1,000 feet of the outer boundary of a school, or if the MICR is equal to or
greater than one in a million (1EE-6). The MICR is expected to be less than 0.07EE-6, and the facility is
located more than 1,000 feet from a school. Therefore, a public notice is not required for the PSPP.

RULE 401 - Visible Emissions

This rule limits visible emissions to an opacity of less than 20 percent (Ringlemann No.1), as published by
the United States Bureau of Mines. It is unlikely, with the use of the SCR /CO catalyst configuration that
there will be visible emissions. However, in the urllikely event that visible erriissions do occur, anything
greater than 20 percent opacity is not expected to last for greater than 3 minutes. During normal
operation, no visible emissions are expected. Therefore, compliance with this rule is expected.

RULE 402 - Nuisance _

A person must not discharge from any source whatsoever such quantities of air contaminants or other
material which cause injury, detriment, nuisance, or annoyance to any considerable number of persons or
to the public, or which endanger the comfort, repose, health or safety of any such persons or the public, or
which cause, or have a natural tendency to cause,. injury or damage to business or property. Due to the
application of BACT on each emission source and the distance from the emission sources to any potential
receptors, the Project will comply with this rule. '
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RULE 403 - Fugitive Dust _
The purpose of this rule is to reduce the amount of particulate matter entrained in the ambient air as a
result of man-made fugitive dust sources by requiring actions to prevent, reduce, or mitigate fugitive dust
emissions. The provisions of this rule apply to any activity or man-made condition capable of generating
fugitive dust. This rule prohibits emissions of fugitive dust beyond the property line of the emission
source. The applicant will be taking steps to prevent and/or reduce or mitigate fugitive dust emissions
from the project site. Such measures include covering loose material on haul vehicles, watering, and
using chemical stabilizers when necessary. The PSPP is expected to comply with this rule.

RULE 431.1 - Sulfur Content of Gaseous Fuels

The purpose of this rule is to reduce SOx emissions from the burning of gaseous fuels in stationary
equipment requiring a PTO by the District. PSPP will use propane fuel for the boilers which complies with
the sulfur requirement of this rule, and thus the Project is exempt from additional requirements established
by Rule 431.1. .

RULE 463 - Storage of Qrganic Liquids

No person is allowed to place, store or hold in any tank with a capacity of 39,630 gallons or greater, any
organic liquid having a true vapor pressure of 25.8 millimeters mercury (mmHg) (0.5 pounds per square
inch [psi]) absolute or greater under actual storage conditions, and in any tank of more than 75,000 liters
(19,815 gallons) capacity, any organic liquid having a true vapor pressure of 77.5 mm Hg (1.5 psi)
absolute or greater under actual storage conditions, unless such tank is a pressure tank maintaining
working pressures sufficient at all times to prevent organic vapor loss to the atmosphere, or is designed
and equipped with an approved vapor control device. The PSPP will have insulating mineral oil
(transformers), hydraulic oil (steam turbine and other equipment), and lubricating oil on site, all of which
are stored in quantities less than 39,630 gallons and which have a true vapor pressure less than 1 psi at
68°F. The Project also will store diesel, which has a vapor pressure of 0.008 psia (0.40 mm of mercury),
on site in 300-gallon tanks. HTF will be stored in 15,900-gallon tanks. The vapor pressure of HTF is
0.019 mmHg at 80°F. Because these vapor pressures are below prescribed limits for these tank volumes,
the project wili comply with this rule.

RULE 474 - Fuel Burning Equipment-Oxides of Nitrogen

A person is not allowed to discharge into the atmosphere from any non-mobile fuel burning equipment
NOx in excess of the concentrations specified in the rule. The Project is expected to comply with this rule
with the use of ultra-low-NOx burners and propane fuel in the auxiliary boilers. The fire water pumps and
emergency generator engines comply with this requirement through the use of Tier 2 & Tier 3 compliance
engines. -

Rule 1110.2 - Emissions from Gaseous and Liguid-Fueled Internal Combustion Engines

The purpose of Rule 1110.2 is to reduce NOx, VOC, and CO from internal combustion engines. The
diesel engines proposed for this Project are low-usage engines which will each operate less than 200
hours per year and which will be used for firefighting and emergency purposes, and are therefore exempt
from the requirements of this rule. Elapsed operating time meters will be installed and maintained on each
engine to substantiate compliance. '
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. Rule 1146 - Emissions of Oxides of Nitrogen from Industrial, Institutional and Commercial Boilers, Steam
Generators and Process Heaters

The purpose of this rule is to limit NOx emissions from boilers, steam generators, and process heaters of
greater than 5 MMBtu per hour rated input capacity used in industrial, institutional, and commercial
operations with several listed exceptions. The rule specifies NOx limits and CO compliance plans for
boilers, steam generators, and process heaters by size process function. The boilers will burn propane
exclusively and, will comply with NOx and CO BACT which is less than the 30 ppm NOx and 400 ppm CO .
limits in this rule. Compliance is expected.

Rule 1166 - Volatile Organic Compound Emissions from Decontamination of Soil

This rule sets forth requirements to control the VOC emissions from excavating, grading, handling and
treating VOC-contaminated soil as a result of leakage from storage or transfer operatlons acmdental
spillage, or other deposition. The requirements of this rule do not apply to:

e Decontamination of less than one cubic yard of contaminated soil;
e Contaminated soil removed for the sole purpose of sampling;
¢ Accidental spillage of five gallons or less of VOC-containing material; and

* Soil excavation or handling as a result of an emergency as declared by an authorized health
officer, agricultural commissioner, fire protection officer, or other authorized agency officer.
Whenever possible, the Executive Officer must be notified by telephone prior to commencing.

The soil decontamination planned for the Project is land farming or bioremediation of soils contaminated
with HTF due to equipment leaks or spills. At ambient conditions, the HTF has a very low vapor pressure,
and consequently the VOC emissions from this operation are expected to be negligible. However, the
SCAQMD does not have an exemption for de minimis activities; thus the Project will comply with the rule
by obtaining and commencing operation pursuant to a mitigation plan approved by the Executive Officer
and applying the appropriate control measures, which may include covering the pile or applying a wetting
agent.

NEW SOURCE REVIEW (NSR) ANALYSIS _

This regulation sets forth pre-construction review requirements for new, modified, or relocated facilities to
ensure that the operation of such facilities does not interfere with progress in attainment of the National
. Ambient Air Quality Standards (NAAQS), and that future economic growth within the District is not
unnecessarily restricted. The specific air quality goal of this regulation is to achieve no net increases from
new or modified permitted sources of nonattainment air contaminants or their precursors. In addition to
nonattainment air contaminants, this regulation also limits emission increases of ammonia and ozone
depleting compounds from new, modified or relocated facilities by requiring the use of BACT on each
permit unit.

BACT

The Executive Officer shall deny the Permit to Construct for any new source which results in an emission
increase of any non-attainment air contaminant, any ozone depleting compound, or ammonia unless the
applicant can demonstrate that BACT is employed for the new source. PSPP is a new source with a
potential for an increase in emissions and therefore, BACT is required. The PSPP is a non-major source
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and as such BACT is determined in accordance with the BACT Guidelines for Non-Major Polluting
Facilities — Part D. Below is an analysis of the BACT requirements for the major components of the
PSPP. (Note CO BACT is addressed under Regulation XVII section).

Auxiliary Boiler, 35 MMBTU/hr

Pollutant Minor Source BACT Proposed BACT Comply (Yes/No)
NOx <9 ppmv @ 3% 02, dry <9 ppmv @ 3% 02, dry Yes
voC - None ) None Yes
PM10 Natural Gas Propane fired Yes
SOx Natural Gas Propane fired ) Yes

Emergency Fire Pump, 300 bhp (300< bhp < 750) .
Pollutant Minor Source BACT (Tier 3) Proposed BACT (Tier 3) Comply (Yes/No)

NOx+NMHC 3.0 gm/bhp-hr 3.0 gm/bhp-hr Yes
PM10 0.15 -gn/bhp-hr 0.15 gm/bhp-hr ) Yes
SOx Fuel with sulfur content | Fuel with sulfur content
less than or equal to 15 | less than or equal to 15 Yes
ppm by weight ppm by weight

Emergency Electrical Generator, 2,922 bhp (bhp 2 750) .

Pollutant Minor Source BACT (Tier 2) Proposed BACT (Tier 2) Comply (Yes/No)
NOx+NMHC 4.8 gm/bhp-hr 4.8 gm/bhp-hr Yes
PM10 0.15 gm/bhp-hr ) 0.15 gm/bhp-hr Yes
Sox - . Fuel with sulfur content | Fuel with sulfur content
less than or egqual to 15 | less than or equal to 15 Yes

ppm by weight ppm by weight

HTF Expansion Tank . )
Pollutant Minor Source BACT Proposed BACT Comply (Yes/No) .

| NOx None None Yes
voC Vapor recovery system with Two-stage carbon
’ an overall system adsorption system with Yes
efficiency of 95% 98% control efficiency
PM10 None None ) Yes
SOx None - None . Yes

Based on the above tables, the equipment will comply with the current minor source BACT requirements.

Offsets
This facility is exempt from offsets under Rule 1304 (d)(1)(A) as allowed under SB 827, provided that the
facility PTE for the PSPP is below the levels in Table 11 below:

Table 11: Facility Exemption Thresholds

Facility PTE Exemption Thresholds Comply

Pollutant (TPY) {TPY) (Yes /No)
Nitrogen Oxides (NOx) 2.19 : 4 Yes
Volatile Organic Compounds (VOC) 2.26 ) 4 Yes
Sulfur Oxides (SOx) 0.29 4 Yes
Particulate Matter < 10 microns (PM10) 0.62 4 Yes
Carbon Monoxide (CO) 3.06 29 Yes

The facility PTE is less than the thresholds in Table 11 for each of the criteria pollutants. The facility will
be conditioned to remain below the respective PTEs. Therefore, no offsets are required. Compliance is
expected. Any future increase above the exemption thresholds above will trigger offsets for the specified
pollutant.
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Modeling o

The applicant must substantiate with modeling that the new facility or modification will not cause a
violation, or make significantly worse an existing violation according to Appendix A of Rule 1303, or other
analysis approved by the Executive Officer or designee, of any state or national ambient air quality
standards at any receptor location in the District. If the emission from the individual permit units are
greater than the amounts in Table 12 below, then modeling is required. (Note that the emissions listed in
Table 12 below are for a single auxiliary boiler rated at 35 MMBTU/hr. The emergency ic engines are
exempt from modeling because they operate less than 200 hours/year and no emissions of NOx, CO, or
PM10 are expected from the HTF expansion tank and associated equipment. There is also no modeling
‘requirement for VOC or SOx).

Tablé 12: Auxiliary Boiler, 35 MMBTU/hr

. Emissions Screening Modg}ing Comply -
Pollutant 1b/hr Thresholds (Yes/No)
1b/hr
NOx 0.39 1.31 Yes
COo 1.31 72.1 Yes
PM10 0.35 7.9 Yes

The emissions from the boiler(s) are below the screening levels listed in the table above. Therefore, no
modeling is required for the auxiliary boilers.

Rule 1401 — New Source Review of Toxic Air Contaminants

This rule specifies limits for maximum individual cancer risk (MICR), acute hazard index (HIA), chronic
hazard index (HIC) and cancer burden (CB) from new permit units, relocations, or modifications to existing
permits which emit toxic air contaminants. Rule 1401 requirements are summarized in Table 13 as
follows:

Table 13 - Rule 1401 Requirements

Parameters and Specifications Rule 1401 Requirements
MICR, without T-BACT < 1EE-6

MICR, with T-BACT < 1EE-S

Acute Hazard Index < 1.0

Chronic Hazard Index < 1.0

Cancer Burden < 0.5

The applicant performed a Tier 4 health risk assessment using the Hot Spots Analysis and Reporting
Program (HARP). The analysis included an estimate of the MICR for the nearest residential and
commercial receptors, as well as the acute and chronic hazard indices. AQMD modeling staff reviewed
the applicant’s procedures and concluded that the appropriate modeling parameters were used and were
consistent with AQMD HRA policies and procedures. Modeling staff re-ran the HARP model using the
applicant provided data and reproduced the results in Table 14 below. Note that the results in Table 14
are cumulative for the entire facility. Table 15 below shows the applicant's HRA results performed on a
permit unit basis. (Note that the emergency engines are exempt from the requirements of Rule 1401
because they are used exclusively for emergencies and will operate less than 200 hours/year).

* From Appendix A, Table A-1 of Rule 1303.
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Table 14 - AQMD Modeling Staff ﬁesults

. Rule 1401 ComplyA
Parameters . Results Requirements (Yes/No)
MICR, resident 0.07EE-6 < 1EE-6 Yes
MICR, worker 0.01EE-6 < 1EE-6 Yes
Acute Hazard Index 0.0002 < 1.0 Yes
Chronic Hazard Index 0.00004 S 1.0 Yes
Table 15 - Applicant’s Results
Permit Unit MICRr MICRw HICr HICw HIAr HIAwW
Auxiliary Boiler No 1 6.10EE-11 1.34EE-11 1.05EE-09 1.26EE-09 1.10EE-07 1.45EE-07
Auxiliary Boiler No 2 3.76EE-10 7.18EE-11 6.45EE-09 6.74EE-09 1.66EE-07 1.66EE-07
Cooling Tower No.l 9.56EE-10 2.07EE-10 5.79EE-07 6.34EE-07 4.15EE-04 4 .17EE-04
Cooling Tower No.2 9.57EE-10 2.07EE-10 .| 5.80EE-07 6.35EE-07 4 . 15EE-04 4 .23EE-04
Cooling Tower No.3 1.27EE-10 . 3.9%EE-11 7.72EE-08 1.23EE-07 3.58EE-04 3.46EE-04
Cooling Tower No.4 1.27EE-10 4 .02EE-11 7.71EE-08 1.23EE-07 3.57EE-04 3.49EE-04
Ullage Tank No.l 1.56EE-08 2.25EE-05% 8.99EE-06 6.56EE-06 8.42EE-03 8.06EE-03
Ullage Tank No.2 7.94EE-08 1.45EE-08 4 ,57EE-05 4.22EE-05 1.99EE-02 1.64EE-02

The results in Table 15 above are all below the Rule 1401 thresholds. Compliance is expected.

Rule 1470-Reaquirements for Stationary Diesel-Fueled Internal Combustion and Other Cl Engines:
Paragraph (c)(1) requires the use of CARB Diesel fuel. The use of No. 2 diesel fuel will satisfy this
requirement. Paragraph (c)(2)(A) imposes operating requirements for engines located within 500 feet
from a school. Since the engine is located greater than 500 feet to the nearest school, the requirements
of this section are not applicable.

Paragraph (c)(2)(B) allows operation of this device during an impending rotating electric power outage
only if:

The permit specifically allows this operation
_ The utility company has actually ordered the outage

The engine is in a specific location covered by the outage.

The engine is operated no more than 30 minutes prior to the outage, and

The engine operation is terminated immediately after the outage.

OrwN=

AQMD will require a condition to limit the maintenance and testing to less than 50 hours per year. This
~ engine is expected to meet these requirements.

Paragraph (c)(2)(C) limits hours for maintenance and testing to 50 hours per year for PM,,emissions up to
0.15 gm/bhp-hr, and a maximum of 100 hours per year for PM,, emissions up to 0.01 gm/bhp-hr.
Therefore, the engine will comply with paragraph (c)(2)(C). Also, part (iv) of paragraph (c)(2)(C) requires
that the engine meet the standards for off road engines in Title 13, CCR section 2423. This engine will
comply with the 0.15 gm/bhp-hr PM10 emission requirements of this rule and can therefore operate for up
to a maximum of 50 hours/year for maintenance and testing. Therefore, compliance with Rule1470 is
expected.
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REGULATION XVliI-Prevention of Significant Deterioration

On July 25, 2007 AQMD and EPA have signed a new Partial PSD Delegation Agreement intended to
delegate the authority and responsibility to AQMD for issuance of initial PSD permits and for PSD permit
modifications where the applicant does not seek to use the emissions calculation methodologies
promulgated in 40 CFR 52.21 (NSR Reform) but not set forth in AQMD Regulation XVIl. The Partial
Delegation agreement also does not delegate authority and responsibility to AQMD to issue new or
modified PSD permits based on Plant-wide Applicability Limits (PALS) provisions of 40 CFR 52.21.
Therefore, consistent with the Partial Delegation Agreement, for all new and modified PSD permits, AQMD
will only use Regulation XVIl as the bases for the PSD analysis. The Salton Sea Air Basin where the
project is to be located is in attainment for NOx, SO,, and CO emissions. Therefore PSD applies to these
pollutants. For the proposed project a significant emission increase is 40 tpy or more of NOx or SO; or
100 tons per year or more of CO. The emissions from the proposed PSPP will not exceed these
: thresholds. Therefore a PSD analysis is not required. T

Rule 1703(a)(2) requires each permit unit be constructed using BACT for each attainment air contaminant
for which there is a net emission increase. The BACT requirements for CO as well as the applicant’s
BACT proposals for the CTGs are listed below: As shown below, the equipment will comply with PSD
BACT requirements for major sources.

Auxiliary Boiler, 35 MMBTU/hr

Pollutant Minor Source BACT .| Proposed BACT Comply {Yes/No)
CcO S50 ppmv @ 3% 02, dry <50 ppmv @ 3% 02, dry Yes

Emergency Fire Pump, 300 bhp (300S bhp < 750) .
Pollutant . Minor Source BACT (Tier 3) Proposed BACT (Tier 3) Comply (Yes/No)
CO 2.6 gm/bhp-hr 2.6 gm/bhp-hr Yes

Emergency Electrical Generator, 2,922 bhp (bhp 2 750)
Pollutant- Minor Source BACT (Tier 2) Proposed BACT (Tier 2) Comply (Yes/No)
[ele} 2.6 gm/bhp-hr 2.6 gm/bhp-hr Yes

HTF Expansion Tank
Pollutant Minor Source BACT Proposed BACT Comply (Yes/No)
co None ) None Yes

CALIFORNIA ENVIRONMENTAL QUALITY ACT (CEQA)

The California Energy Commission (CEC) in conjunction with the Bureau of Land Management are the

~ lead agencies for the PSPP (09-AFC-7) and will be addressing CEQA compliance.

REGULATION XXX ~ Title V

Not applicable

OVERALL EVALUATION / RECOMMENDATION(S)

Issue Permits to Construct with the following permit conditions.

LY
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PERMIT CONDITIONS

Auxiliary Boiler :
1&2. Standard Conditions '

3. This equipment shall be fired exclusively with propane.
4. The operator shall conduct source test(s) for the pollutant(s) identified below.
Pollutant to be tested | Required Test Averaging Time Test Location
Method(s)
NOx emissions .- District Method 1 hour Stack
100.1 - ‘
CO emissions District Method 1 hour Stack
: 100.1 '
SOX emissions Approved District | District approved Fuel Sample
method averaging time
VOC emissions Approved District | 1 hour Stack
method
PM10 emissions Approved District District approved Stack
method averaging time

The test shall be conducted after AQMD approval of the source test protocol, but no later than 180 days
after initial start-up. The AQMD shall be notified of the date and time of the test at least 10 days prior to
the test.

The tést shall be conducted to determine the oxygen levels in the exhaust. In addition, the tests shall
measure the fuel flow rate (CFH), the flue gas flow rate.

The test shall be conducted in accordance with AQMD approved test protocol. The protocol shall be
submitted to the AQMD engineer no later than 45 days before the proposed test date and shall be
approved by the AQMD before the test commences. The test protocol shall include the proposed
operating conditions of the turbine during the tests, the identity of the testing lab, a statement from the
testing lab certifying that it meets the criteria of Rule 304, and a descrlptlon of all sampllng and analytical
procedures.

The test shall be conducted when this equipment is operating at maximum, average, and minimum loads.

5. The operator shall limit the fuel usage to no more than 393 mmcf in any one year. For the purpose
of this condition, one year shall be defined as a period of twelve (12) consecutive. months
determined on a rolling basis with a new 12 month period beginning on the first day of each
calendar month. ‘
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e. An engine operating log shall be kept in writing, listing the date of operation, the elapsed

time, in hours, and the reason for operation. The log shall be maintained for a minimum of
5 years-and made available to AQMD personnel upon request.

f. The operator shall keep records in a manner approved by the Executive Officer, for the

date of operation, the elapsed time, in hours, and the reason for operation of the engine.

Emergency Electrical Generator

182.

3.

Standard Conditions

The operator shall limit the operating time to no more than 199.99 hours in any one year. For the
purposes of this condition, the operating time is inclusive of time allotted for maintenance and
testing

The operator shall install and maintain a(n) non-resettable elapsed meter to accurately indicate the
elapsed operating time of the engine.

The operator shall install and maintain a(n) non-resettable totalizing fuel meter to accurately

indicate the fuel usage of the engine.

The operator shall only use diesel fuel containing sulfur less than or equal to 15 ppm by weight.

The operator shall operate and maintain this eqUipment according to the following
requirements: '

a. This equipment shall only operate if utility electricity is not available.

b. This equipment shall only be operated for the primary purpose of providing a backup
source of power to drive an emergency electrical generator.

c. This equipment shall only be operated for maintenance and testing, not to exceed 50 hours
in any one year.

d. This equipment shall only be operated under limited circumstances under a Demand
Response Program (DRP).

e. An engine operating log shall be kept in writing, listing the date of operation, the elapsed

time, in hours, and the reason for operation. The log shall be maintained for a minimum of
5 years and made available to AQMD personnel upon request.

f. The operator shall keep records in a manner approved by the Executive Officer, for the
date of operation, the elapsed time, in hours, and the reason for operation of the engine.

Storage Tanks

18&2.

3.

Standard Conditions

The operator shall monitor for breakthrough between the first and second carbon beds while the
carbon system is in use using an OVA or other monitoring device as approved by the Executive
Officer. The carbon in the first bed shall be replaced with fresh carbon at least 5 times per month
as necessary, prior to occurrence of breakthrough in the second carbon bed.



